NOTE:
- MAX. PIPE CONNECTION: 8" PVC AT 0° SKEW
- MADE IN ACCORDANCE WITH ASTM C913
- STEEL REINFORCEMENT: ASTM A615 GRADE 60 OR EQ. ASTM A1064 WWR
- MAX BURIAL DEPTH 10'-0" FROM INSIDE FLOOR TO FINISHED GRADE
- STEPS NOT AVAILABLE
- RISERS NOT AVAILABLE
- CAST IRON FRAME IS CAST INTO THE BASE SECTION
- ADA & BEEHIVE GRATE OPTIONS AVAILABLE

1'-0" 10" 31/2"
1'-0" 10" 31/2"
1'-0" 10" 31/2"
1'-0" 10" 31/2"

SIDES VIEW

* 12"x12" CAST IRON FRAME & GRATE

10" x 10"
NOTE:
- MAX. PIPE CONNECTION: 10" PVC AT 0° SKEW
- MADE IN ACCORDANCE WITH ASTM C913
- STEEL REINFORCEMENT: ASTM A615 GRADE 60 OR EQ. ASTM A1064 WW R
- MAX BURIAL DEPTH 10'-0" FROM INSIDE FLOOR TO FINISHED GRADE
- STEPS NOT AVAILABLE
- RISERS NOT AVAILABLE
- CAST IRON FRAME IS CAST INTO THE BASE SECTION
- ADA & BEEHIVE GRATE OPTIONS AVAILABLE

1'-0" x 1'-0"

REGION, STATE
NORTH TX
DATE 2018
SECT.PAGE 1.3.2
CATCH BASIN # 14
NOTE:
- MAX. PIPE CONNECTION: 12" RCP AT 0° SKEW
- MADE IN ACCORDANCE WITH ASTM C913
- STEEL REINFORCEMENT: ASTM A615 GRADE 60 OR EQ. ASTM A1064 WWR
- MAX BURIAL DEPTH 10'-0" FROM INSIDE FLOOR TO FINISHED GRADE
- STEPS NOT AVAILABLE
- RISERS NO AVAILABLE
- CAST IRON FRAME IS CAST INTO THE BASE SECTION
- ADA & BEEHIVE GRATE OPTIONS AVAILABLE

REGION, STATE
NORTH TX

CATCH BASIN # 20
1'-6" x 1'-6"

BASE

<table>
<thead>
<tr>
<th>A</th>
<th>WEIGHT</th>
</tr>
</thead>
<tbody>
<tr>
<td>2'-0&quot;</td>
<td>900#</td>
</tr>
<tr>
<td>3'-0&quot;</td>
<td>1,300#</td>
</tr>
</tbody>
</table>
NOTE:
- MAX. PIPE CONNECTION: 18" RCP AT 0° SKEW
- MADE IN ACCORDANCE WITH ASTM C913
- STEEL REINFORCEMENT: ASTM A615 GRADE 60 OR EQ. ASTM A1064 WWR
- MAX BURIAL DEPTH 10'-0" FROM INSIDE FLOOR TO FINISHED GRADE
- STEPS NOT AVAILABLE
- CAST IRON FRAME IS CAST INTO THE BASE SECTION
- ADA & BEEHIVE GRATE OPTIONS AVAILABLE

CATCH BASIN #24
1'-10" x 1'-10"

REGION, STATE
NORTH TX
DATE  2018
SECT.PAGE  1.3.4

BASE
<table>
<thead>
<tr>
<th>A</th>
<th>WEIGHT</th>
</tr>
</thead>
<tbody>
<tr>
<td>2'-6&quot;</td>
<td>1,325#</td>
</tr>
<tr>
<td>3'-0&quot;</td>
<td>1,600#</td>
</tr>
<tr>
<td>4'-0&quot;</td>
<td>1,875#</td>
</tr>
<tr>
<td>5'-0&quot;</td>
<td>2,175#</td>
</tr>
</tbody>
</table>

RISER
<table>
<thead>
<tr>
<th>B</th>
<th>WEIGHT</th>
</tr>
</thead>
<tbody>
<tr>
<td>1'-0&quot;</td>
<td>575#</td>
</tr>
<tr>
<td>1'-6&quot;</td>
<td>850#</td>
</tr>
</tbody>
</table>
NOTE:

- MAX. PIPE CONNECTION: 24" Ø RCP AT 0° SKEW
- MADE IN ACCORDANCE WITH ASTM C913
- STEEL REINFORCEMENT: ASTM A615 GRADE 60 OR EQ. ASTM A1064 WWR
- MAX BURIAL DEPTH 12'-0" FROM INSIDE FLOOR TO FINISHED GRADE
- STEPS NOT AVAILABLE
- CAST IRON FRAME IS CAST INTO THE BASE SECTION
- ADA & BEEHIVE GRATE OPTIONS AVAILABLE

REGION, STATE
NORTH TX
CATCH BASIN # 30
2'-6" x 2'-6"

DATE SECT.PAGE
2018 1.3.5